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As step 1 shown in the figure balow, connect Clarte fisture to the LED Driver first
— As step 2 shown in the figure below, connect the LED driver to the AC main (110V-277V) after step 1.

CAUTIONS: Step 1 should always be done first before step 2. If step 2 s done first, o high
transdent current or voltage will go Into the LED fixture and it will damage the LED: in the

" finture.
Step 2 ﬁ ¥

L i LED DRIVER ——u: -—/\—

LARTE. -

LIGHTING

Clarte Ughting Fixture

(DIM -)
(GRAY)

LED DRIVER
0-10V Dimming

(DIM +)
(PURPLE)

(LED-)
(BLUE)

(LED+)
(RED)

WIRE
FIXTURES IN
(LED-] SERIES

(BLUE)

(LED+)
|RED)

PAR 16
FIXTURE

s =l

(LED+) (LED-)
[RED) (BLUE)

CETy

PAR 16
FIXTURE

(LED+) (LED-)
(RED) (BLUE)

[kt B

PAR 16
FIXTURE




