PAR 8 0-10V and DALI2 Wiring Schematic
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IMPORTANT!! PLEASE
READ BEFORE
INSTALLATION

:

As step 1 shown in the figure below, connect Clarte fixture(s) to the LED Driver first

As step 2 shown in the figure below, connect the LED driver to the AC main {120-277V)
after step 1.

[ ‘ IALL fixtures should be connected to the driver before plugging in main AC power.

[ [TCRUTIONTS: Step 1 should always be done Tirst before step 2. W step 2 is done Nirst, a high

{LED+)
| transient current and veltage will go into the LED fixture and will damage the LEDs in the (LED-)
Step?ﬁ ¢ Bixtussis). (RED) | BT
Pl -~ I~
— ]
——— LED DRIVER L i
| =y —
N - . —~ _‘“\
Step 1 A M
LIGHTING )
‘-..____‘_'_/

WIRE
FIXTURES IN
SERIES

(LED+) (LED-)
(RED) (BLUE)
LI






