
1. Remove existing reflector
assembly.  Grasp lip of reflector, turn
counterclockwise while pulling down.

3. Feed Transformer into ceiling
opening. Attach ballast assembly
through 1/2” K.O. on top of J-Box.

4. Connect Transformer Black
wire to Power Black wire.
Connect Transformer white
wire to Power white wire.
Connect Transformer ground
wire to Power ground wire.
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2. Remove (3) adjustment screws on
can at celing line. Then remove can
and flex conduit.

5. Bend tabs out of Bridge to
create a stop. Cut vertical tab
less than the ceiling thick-
ness.

6. Place the mounting bridge/socket bracket
inside the ceiling and secure each leg to the
fixture frame opening.
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READ AND FOLLOW ALL SAFETY AND INSTALLATION INSTRUCTIONS CAREFULLY.
TURN OFF  ELECTRICAL POWER BEFORE STARTING INSTALLATION.

SAVE THESE INSTRUCTIONS



9. Restore electrical power and check
the operation of your new CLARTÉ
Light Fixture.

8. Tighten screws to secure LED
fixture to ceiling opening.

7. Plug in fixture. Insert LED fixture into opening and align Bridge screws into 
reflector holes and turn clockwise
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